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Subject: Historic Cable Fluid Losses - Location 13 
Recommendations from Preliminary Site Assessment 

Deai· Sil'/Madam 

We refer to ow· Preliminaiy Site Assessment (PSA) report on the histo1ic loss of cable fluid in 

Templeogue, Dublin 6 (Location 13) dated 24th Febmaiy 2020. The PSA identified the following 

potential receptors ai1d preliminaiy risk catego1ies linked to the cable fluid loss1: 

• River Dodder

• Water mains

• Bedrock aquifer

• Occupants of neai·by buildings-

Low 

Low 

Low 

Ve1ylow 

Based on the findings of the PSA, no further investigations ai-e considered necessaiy. 

Y ow·s sincerely for 
Geosyntec Consultants Ltd 

P1incipal Environmental Engineer 

1 TI1e prelinunaiy risk categories were detemuned by applying the risk assessment methodology outlined in 
CIRIA publication C552 (2001). 
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